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Introduction 

Attached are Carlsbad Energy Center LLC’s (Applicant) responses to the California Energy 
Commission (CEC) staff’s second round of data requests numbered 76 through 112 for 
Carlsbad Energy Center Project (CECP) (07-AFC-6). The CEC staff served these data 
requests on February 28, 2008, as part of the discovery process for the CECP. The responses 
are grouped by individual discipline or topic area. Within each discipline area, the 
responses are presented in the same order as the CEC staff presented them and are keyed to 
the Data Request numbers (76 through 112). New or revised graphics or tables are 
numbered in reference to the Data Request number. For example, the first table used in 
response to Data Request 15 would be numbered Table DR15-1. The first figure used in 
response to Data Request 15 would be Figure DR15-1, and so on.  

Additional tables, figures, or documents submitted in response to a data request 
(supporting data, stand-alone documents such as plans, folding graphics, etc.) are found at 
the end of a discipline-specific section and are not sequentially page-numbered consistently 
with the remainder of the document, though they may have their own internal page 
numbering system.  

The Applicant looks forward to working cooperatively with CEC staff as the CECP proceeds 
through the siting process. We trust that these responses address the staff’s questions and 
remain available to have any additional dialogue the staff may require. 
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Air Quality (76 − 91) 

Background: Operations Mitigation – Emission Reductions 
The applicant’s response to first round Data Request #6 did not provide appropriate 
documentation to back up their assertions relating to a realistic emission baseline for 
the existing Encina Power Station (EPS) boiler Units 1 through 3. The applicant 
indicated that these three units, which will retire if the proposed project is built, will 
have increased use, above current use, if the proposed project is not built; and that 
increased use should be factored into the determination of appropriate baseline 
emissions. However, the Commission's Scenario Analysis of California's Electricity 
System performed for the 2007 IEPR shows significant decreases in the forecasted 
use of aged Encina (Carlsbad) and South Bay (Chula Vista) power plant boilers 
located in San Diego Gas & Electric territory. The scenario analysis documents are 
located at http://www.energy.ca.gov/2007_energypolicy/documents/index.html, and 
the generation forecast results for the SDG&E territory boilers are provided in the 
spreadsheet appendices http://www.energy.ca.gov/2007publications/CEC-200-2007-
010/appendices/ to the scenario analysis. Staff needs additional information to 
determine an appropriate emission baseline for EPS Units 1 through 3. 

76. Please provide the annual capacity factor, based on fuel consumption, 
separately for EPS boiler Units 1, 2, and 3 for the years 2002 through 2007. 

Response: Table DR76-1 below summarizes the annual fuel use and corresponding annual 
fuel use factors for EPS Units 1, 2, and 3 for the period from 2002 through 2007. The 
annual fuel use is based on data included in annual emission summary reports 
generated by the San Diego Air Pollution Control District for the EPS. The fuel use 
factor was calculated based on the following heat input ratings for each of the 
existing units: 

• Unit 1: 1013 MMBtu/hr 

• Unit 2: 1013 MMBtu/hr 

• Unit 3: 1128 MMBtu/hr 
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TABLE DR76-1 
Annual Fuel Use and Fuel Use Factors for EPS Units 1, 2, and 3 
2002 to 2007 

Year  Unit 1 Unit 2 Unit 3 

Annual Fuel Use (MMBtu) 

2002 1,671,159 2,132,800 2,186,577 

2003 1,392,559 1,718,000 2,446,684 

2004 1,999,937 2,551,753 3,964,604 

2005 1,786,576 1,939,233 2,125,785 

2006 594,587 1,117,135 1,356,257 

2007 1,504,657 1,015,640 1,829,975 

Annual Fuel Use Factor 

2002 18.8% 24.0% 22.1% 

2003 15.7% 19.4% 24.8% 

2004 22.5% 28.8% 40.1% 

2005 20.1% 21.9% 21.5% 

2006 6.7% 12.6% 13.7% 

2007 17.0% 11.4% 18.5% 

    

Data Request 
77. Please provide the annual emissions (NOx, CO, PM10, ROG, SOx) for EPS 

boiler Units 1, 2, and 3 for 2007. 

Response: The 2007 annual emissions for NOx, CO, PM10, VOC, and SOx for EPS Units 1, 2, 
and 3 are summarized on the enclosed Table DR-77-1. Since the final 2007 SDAPCD 
annual emission report for the EPS has not yet been prepared, the enclosed emission 
estimates are based on 2007 fuel use and emission factors from the 2006 SDAPCD 
annual emission report for the EPS. 
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Table DR-77-1
2007 Emission Estimate Units 1, 2, and 3
Encina Power Station
Carlsbad Energy Center Project
Carlsbad, CA

Fuel Use
(mmscf nat. gas.) Emission Factors (lbs/mmscf nat. gas, lbs/1000 gals oil)* Emissions (lbs/year)

01MPxOSCOVOCxON01MPxOSCOVOCxON)lio slag 0001(tinU

619,51488501,8354,16590,718.016.05.57.146.117.3741sag .tan - 1 tinU
791993,18199136011739.05237.91lio - 1 tinU

Subtotal (lbs) = 17,726 61,552 8,124 2,284 16,113
Subtotal (tons) = 8.9 30.8 4.1 1.1 8.1

523,21695764,5342,521035,114.216.05.56216.110.499sag .tan - 2 tinU
481803,17129095011739.05234.81lio - 2 tinU

Subtotal (lbs) = 12,120 125,335 5,484 1,905 12,510
Subtotal (tons) = 6.1 62.7 2.7 1.0 6.3

009,91670,1068,9808,77697,021.116.05.54.346.118.2971sag .tan - 3 tinU
702374,191401466011739.05237.02lio - 3 tinU

Subtotal (lbs) = 21,460 77,911 9,880 2,549 20,108
Subtotal (tons) = 10.7 39.0 4.9 1.3 10.1

Total (lbs) = 51,306 264,798 23,487 6,737 48,730
Total (tons) = 25.7 132.4 11.7 3.4 24.4

Notes:
*  Based on emission factors shown in 2006 SDAPCD annual emission report for Encina Power Plant.
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Data Request 
78. Please provide the net MW-hrs of generation for EPS boiler Units 1, 2, and 3 

for 2007. 

Response: The total net MW-hrs of generation for EPS Units 1, 2, and 3 during 2007 were 
61,301, 43,010, and 85,270 MW-hrs, respectively. 

Data Request 
79. Please provide information documenting a reputable source for the assertion 

that the operations of these units would increase over time if the proposed 
project were not built. Reputable sources would include site specific energy 
demand forecasts from California public agencies such as the California 
Independent System Operator (CAISO) or the California Public Utilities 
Commission (CPUC).  

Response: The staff’s questions appear to arise from data contained in the 2007 IEPR 
analysis. In particular, the 2007 IEPR analysis shows the following for steam 
generating units within the SDG&E service territory (shown in the IEPR as 
“Existing/Named Gas –ST”): 

 2009 1491 GWh 
 2010 974 GWh 
 2011 940 GWh 
 2012 1112 GWh 
 2013 1149 GWh 

 To the best we can determine, this category includes only the Encina and South Bay 
Power Stations. Since the first scenario year presented in the 2007 IEPR is 2009, we 
presume that the staff is referring to the drop in steam unit generation between 2009 
and 2010 in reaching its conclusion that generation from Encina is decreasing over 
time. However, this drop is the result of an assumption that the South Bay units will 
be retired after 2009, as shown in “Portfolio Analysis And its Potential Application 
To Utility Long-Term Planning” (http://www.energy.ca.gov/2007publications/ 
CEC-200-2007-012/ CEC-200-2007-012-SF.PDF). In Chapter 4 of this document (p. 45), 
one of the assumptions in the scenarios for the SDG&E service territory is described 
as follows: 

“The South Bay Power Plant will retire at the end of 2009. The extent to which other 
older generation can be retired varies under each of the scenarios.” 

Thus, a more correct assessment of the trend in generation at Encina would be a 
comparison of generation during the last few years with the IEPR forecasts 
beginning in 2010, when the Encina Power Station is assumed to be the only steam 
facility in operation in the SDG&E service territory: 

2005: 2022 GWh 
2006: 1389 GWh 
2007: 790 GWh 
2008: (no data/forecast available) 
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2009: (no data/forecast available) 
2010: 974 GWh 
2011: 940 GWh 
2012: 1112 GWh 

Additionally, CEC forecasts a continuous growth in the demand for electricity in the 
San Diego region of approximately 1.5% annually during the years 2008-2016 (see 
pages 121 and 122 in the “California Energy Demand 2008-2018 Staff Revised 
Forecast Report” located at: http://www.energy.ca.gov/2007publications/CEC-200-
2007-015/CEC-200-2007-015-SF2.PDF). 

The above data suggest that generation at the Encina Power station is likely to 
increase, rather than decrease, over the next several years. 

Background: Construction – Worst Case Impacts 
The responses to first round Data Requests 10 and 11 did not provide information 
that demonstrated the worst-case, short-term construction impacts would occur 
during the activities and period (7 am to 4 pm) modeled. The applicant has noted the 
potential for a 24 hr/day construction schedule, but has not quantified associated 
potential emissions or impacts. During the January 24, 2008 data response and 
issues resolution workshop the applicant indicated a willingness to limit the activities 
that could occur during any necessary 24-hour construction periods. Additionally, 
during the data response workshop, the city of Carlsbad indicated that their noise 
regulations do not allow 24-hour construction activities. Staff needs more information 
to be able to assess potential worst-case impacts from 24-hour construction 
activities. 

Data Request 
80. Please describe the types of construction activities for which the applicant 

would be willing to stipulate that it could forgo a 24 hr/day schedule. This 
could be provided as a list of specified construction activities or specific heavy 
equipment activity, or can be provided as an applicant proposed condition of 
certification. 

Response: As discussed in the Applicant’s Data Response 10 (Data Response, Set 1A, 
December 2007), the need to change from the construction schedule of 9 hours per 
day/5 days per week to a longer period of up to 24 hours per day/7 days per week 
will depend on situations that arise during the construction/commissioning of the 
CECP. There could be three or four of these construction recovery periods during the 
construction/commissioning of the CECP, with each of these periods lasting up to 
two weeks. During these periods, the amount of construction activity and 
corresponding emissions could nearly double on a daily basis. However, this type of 
construction recovery is not expected to occur during the early part of the CECP 
construction schedule (Months 1 through 3), which is the peak period for 
construction activities/construction emissions. 

Situations that arise during the construction/commissioning of the CECP that could 
potentially require longer construction periods of up to 24 hours per day/7 days per 
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week, could include, but are not limited to: large concrete pours that need to be 
completed during a single continuous period; to make up for construction delays 
due to weather or other unforeseen events; the setting/installation of a large 
component, such as a turbine or generator set; or during commissioning and testing 
of the units.  

The construction activities associated with peak construction emissions, and which 
would occur during Months 1 through 3 include removal of the lateral soil berms, 
site preparation, and site grading operations all of which involve large earth moving 
equipment. The Applicant is willing to stipulate that Project related removal of the 
lateral soil berms, site preparation, and site grading operations will occur between 
7 am and 4 pm and not on a 24 hour per day/7 day per week basis, unless there is an 
emergency situation that 24 hour per day/7 day per week activities are necessary to 
protect the public, the environment, or key public infrastructure resources in the 
vicinity of the CECP site. 

Data Request 
81. Please provide an estimate of the maximum hourly and 4 pm to 7 am period 

emissions associated with the requested 24-hour construction activities.  

Response: As discussed in Response Number 80, it is expected that there will be only a few 
times during the construction phase of the proposed project when 24-hr construction 
activities will be required. Because these events will be so infrequent and needed 
only for construction recovery periods, there is insufficient information currently 
available to estimate maximum hourly emissions associated with these 24-hour 
construction events. However, the emissions during these 24-hr construction events 
will be significantly lower than the maximum hourly emissions analyzed in the 
construction impact modeling analysis included as part of the AFC for the proposed 
project. 

Data Request 
82. Please provide a modeling analysis of the maximum short-term (1, 8, and 

24-hour) criteria pollutant (excepting SOx) impacts from the applicant’s 
proposed 24-hour construction activities. 

Response: As discussed in Response Number 81, there is insufficient information available 
to calculate emissions during these possible 24-hr construction events. Consequently, 
it is not possible to perform a modeling analysis for these events; however, as noted 
above, the emissions during these 24-hr construction events will be significantly 
lower than the maximum hourly emissions analyzed in the construction impact 
modeling analysis included as part of the AFC for the proposed project. 

Data Request 
83. Please provide confirmation from the city of Carlsbad that the proposed 

24-hour construction activities would be allowed under city of Carlsbad noise 
ordinances. 
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Response: In a letter dated December 20, 2007, the City provided Data Requests for which 
the Applicant docketed a City Data Response, Set 1A with the CEC in February 2008. 
City Data Request 55 (Noise) included a statement in the background section for its 
Data Request 55 that a 24/7 work schedule “…does not conform to City’s 
regulations…” 

In its response to Data Request 55 from the City, the Applicant provided the 
following analysis and interpretation of the City’s Noise Ordinance, which included 
the following excerpt from the City’s Noise Ordinance: 

8.48.010 Limitation of hours for construction. 

The erection, demolition, alteration, or repair of any building or structure or the 
grading or excavation of land in such manner as to create disturbing, excessive or 
offensive noise during the following hours, except as hereinafter provided, is a 
violation of this code: 
(1) After sunset on any day, and before seven a.m., Monday through Friday, and 
before eight a.m. on Saturday; 
(2) All day on Sunday, New Year’s Day, Memorial Day, Independence Day, Labor 
Day, Veterans Day, Thanksgiving Day and Christmas Day. (Ord. 3109 § 1 (part), 1978) 

8.48.020 Exceptions. 

(1) [Does not apply to the CECP – but provided for completeness] An owner/occupant or 
resident/tenant of residential property may engage in a home improvement or home 
construction project involving the erection, demolition, alteration or repair of a 
building or structure or the grading or excavation of land on any weekday between 
the hours of seven a.m. and sunset and on weekends between the hours of eight a.m. 
and sunset, provided such project is for the benefit of said residential property and is 
personally carried out by said owner/occupant or resident/tenant. 
(2) The city manager may grant exceptions to Section 8.48.010 by issuing a permit in 
the following circumstances: 
(A) When emergency repairs are required to protect the health and safety of any 
member of the community; 
(B) [This exception would apply for the CECP] In nonresidential zones, provided there 
are no inhabited dwellings within one thousand feet of the building or structure 
being erected, demolished, altered or repaired or the exterior boundaries of the site 
being graded or excavated. (Ord. 3109 § 1 (part), 1978) 

Background: Construction and Operations Modeling 
The modeling analysis appears to use incorrect emission source elevations for both 
the construction and operating modeling analysis. The elevations used have not 
been adjusted for the man made depth of the project area, so the emission source 
elevations have been set 14 to 17 feet too high. Additionally there are other 
modeling issues that need to be revised/corrected to allow a complete staff analysis 
including: 1) correcting downwash parameters; 2) refining the construction NOx 
modeling; 3) completing the facility’s cumulative NOx impact modeling analysis; and 
4) correcting the gas turbine full load PM10 modeling analysis emission basis to 
9.5 lbs/hour.  
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Data Request 
84. Please correct the emission source elevations used for the construction and 

operations modeling, including confirming and revising as necessary the 
source elevations for the structures and berms used for building downwash. 

Response: For the requested revised construction modeling analysis, the site elevation has 
been corrected to 30 feet above mean sea level based on the site plans submitted as 
part of the AFC for the proposed project. The previous construction modeling 
analysis used an incorrect site elevation of approximately 44 feet above mean sea 
level based on digital terrain data for the project area. This same correction will be 
incorporated in the revised operations modeling analysis, which will be performed 
in the near future.  

Data Request 
85. Please revise the downwash dimensions for the berm in order to model it as a 

set of “structures” that surround the project area. This request can be 
alternatively fulfilled by a letter or an e-mail from an USEPA air dispersion 
modeling specialist that states that downwash method used for the berm is 
adequate for sources with release points located both above and below the 
top berm height. 

Response: For the requested revised construction modeling analysis, the beams are treated 
as a series of structures surrounding the project site. For the previous construction 
modeling analysis for the proposed project, the berms were treated as a plateau 
covering the project site. This same correction will be incorporated in the revised 
operations modeling analysis which will be performed in the near future. 

Data Request 
86. Please remodel the construction NOx emissions using the American 

Meteorological Society/Environmental Protection Agency Regulatory Model 
(AERMOD) NOx Ozone Limiting Method/Plume Volume Molar Ratio Method 
(OLM/PVMRM) as originally requested in first round Data Request 12. 

Response: As requested, a revised 1-hr average NO2 construction modeling analysis was 
performed for the proposed project using the AERMOD model and the ozone 
limiting method. This analysis was performed using the corrections to the project 
site elevation and berms as discussed in Response Numbers 84 and 85. For the 
revised modeling analysis, the top ten modeled NO2 1-hr average impacts for each of 
the three years analyzed were added to background ambient NO2 levels for these 
specific hours/years and compared to the 1-hr state NO2 standard. In addition, to 
ensure that there were no exceedances of the state 1-hr NO2 standard during other 
hours in each of the three years analyzed, the tenth highest modeled 1-hr average 
NO2 impact for each year was added to the top five highest measured background 
ambient NO2 levels for each year and compared to the 1-hr state NO2 standard. The 
results of this modeling analysis are summarized in the following tables 
(Tables DR86-1 and DR86-2). As shown in Tables DR86-1 and DR86-2, the maximum 
modeled impacts combined with ambient background levels are below the state 1-hr 
NO2 standard.  

EY072007001SAC/361219/080780001(CECP DATA RESPONSE SET 2.DOC) 9 



CECP DATA RESPONSES 76 THROUGH 112 

TABLE DR86-1 
Revised 1-Hour Average NO2 Construction Modeling Impacts 
Top Ten Modeled Impacts for Each Year 

Rank 

1-hr Average NO2 
Background 

(μg/m3) 
Modeled 1-hr NO2 

Impact (μg/m3) Total Impact (μg/m3) 
State 1-hour NO2 
Standard (μg/m3) 

2003 

1 51 208 259 338 

2 13 180 193 338 

3 11 160 171 338 

4 8 160 168 338 

5 8 157 165 338 

6 6 154 160 338 

7 19 154 173 338 

8 21 153 174 338 

9 21 151 172 338 

10 17 150 167 338 

2004 

1 13 191 204 338 

2 9 182 191 338 

3 15 158 173 338 

4 11 156 167 338 

5 Missing 155  338 

6 Missing 154  338 

7 21 154 175 338 

8 8 153 161 338 

9 6 152 158 338 

10 11 150 161 338 

2005 

1 30 244 274 338 

2 19 160 179 338 

3 8 157 165 338 

4 11 157 168 338 

5 13 156 169 338 

6 9 155 164 338 

7 11 151 162 338 

8 15 150 165 338 

9 15 150 165 338 

10 11 150 161 338 
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TABLE DR86-2 
Revised 1-Hour Average NO2 Construction Modeling Impacts 
Top Five Background Levels for Each Year 

Rank 

1-hr Average NO2 
Background 

(μg/m3) 

Tenth Highest 
Modeled 1-hr NO2 

Impact (μg/m3) Total Impact (μg/m3) 
State 1-hour NO2 
Standard (μg/m3) 

2003 

1 179 150 329 338 

2 175 150 325 338 

3 171 150 321 338 

4 169 150 319 338 

5 169 150 319 338 

2004 

1 186 150 336 338 

2 182 150 332 338 

3 171 150 321 338 

4 162 150 312 338 

5 152 150 302 338 

2005 

1 145 150 295 338 

2 137 150 287 338 

3 137 150 287 338 

4 134 150 284 338 

5 134 150 284 338 

 

Data Request 
87. Please provide a modeling analysis for facility cumulative NOx impacts to 

complete the response to first round Data Request 17. 

Response: The requested cumulative NO2 impact modeling analysis is not yet complete and 
will be submitted separately once complete.  

Data Request 
88. Please correct the annual NOx, PM10 and PM2.5 emission inputs in the 

construction modeling files to match the annual emission values provided in 
the AFC. 

Response: As requested, a revised construction modeling analysis was performed using the 
correct annual emission levels for NOx, PM10, and PM2.5. The annual construction 
emissions shown on Tables 5.1E-2 and 5.1E1-19 of the AFC were used for this 
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analysis (i.e., 18.04 tons/year for NOx, 3.61 tons/year for PM10, and 1.32 tons/year 
for PM2.5), along with the assumption that these emissions occur over 260 work 
days per year (to calculate the g/sec emission rate used by the model). In the 
previous construction modeling analysis performed for the proposed project, the 
above annual emissions were used with the incorrect assumption that these 
emissions occur over 240 work days per year. As with the revised 1-hr average NO2 
construction modeling analysis discussed under Response Number 87, this analysis 
was performed using the AERMOD model along with the corrections to the project 
site elevation and berms discussed in Response Numbers 84 and 85. As shown in 
Table DR88-1, the revised construction modeling impacts (shown in underline 
format) are lower then the previous modeled impacts (shown in strikethrough 
format).  

TABLE DR88-1 
Revised Annual Construction Modeling Impacts 

Pollutant 
Averaging 

Time 

Maximum 
Modeled Impacts 

(µg/m3) 
Background 

(µg/m3) 

Total 
Impact 
(µg/m3) 

State 
Standard 
(µg/m3) 

Federal 
Standard
(µg/m3) 

NO2
a Annual 18 9 22.5 41 32 -- 100 

SO2 Annual 0.03 0.01 10.5 11 -- 80 

PM10
b Annual 5 2 28 33 30 20 -- 

PM2.5
b Annual 2 0.9 14 16 14.9 12 15 

Notes: 
a ARM was applied for NO2 annual average calculation, using national default 0.75 ratio. 
b PM10 and PM2.5 impacts shown are from fugitive dust as well as combustion sources. Annual average PM2.5/PM10 
impact from combustion sources only is 0.5 µg/m3. 

Data Request 
89. Please correct the operations modeling to reflect the stipulated full load PM10 

emission rate of 9.5 lbs/hour/gas turbine. 

Response: As discussed in Response Number 87, the revised modeling is not yet complete. 
The requested revised gas turbine PM10 modeling analysis based on a PM10 emission 
rate of 9.5 lbs/hr will be included in the revised modeling.  

Data Request 
90. Please provide the revised construction and operation modeling (including 

initial commissioning and startup modeling) input and output files, in 
electronic format, that include all the modeling revisions/corrections requested 
in Data Requests 84 through 88 above. 

Response: The modeling input and output files for the revised construction modeling are 
included in the enclosed compact disc. 
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Background: Local Direct Heat Impacts 
The public (i.e., members of the Carlsbad community) has requested that the local 
heat impacts from the project’s operation, specifically the fin fan coolers, be 
analyzed. To perform this analysis, staff will need additional information from the 
applicant about the fin fan coolers. 

Data Request 
91. Please provide the following information for the proposed project’s two fin fan 
coolers: 

a.  Please confirm that the dimensions of the fin fan coolers that 
are provided in Table 5.13-2 of the AFC are correct. 

Response: This is the latest information from the Original Equipment Manufacturers 
responsible for the performance of the power plant. 

b.  Please provide the air flow rate and heat rejection for the fin fan 
coolers when operating at full load. This should include the 
maximum heat rejection case, but additional ambient cases can 
be provided, if desired. Please note that staff will, at the very 
least, be modeling a high ambient temperature case as part of 
the determination of localized heat impacts. 

Response: The following heat balance information could be used for the stated conditions: 

Air Flow:   
   
Flow/Fan 10,980,000 Cuft/Min 
Inlet Temp 86  F which = 
Inlet Press 14.7 Psia 
Inlet Sp Vol 13.748 CuFt/Lb 
Mass Flow 798,661 Lb/Min 
Mass Flow 47,919,642 Lb/Hr/Total 

 

Steam Flow  508,000 Lb/Hr 
Press 17 Psia 
Temp 219 F 
Hin  1,086.00 Btu/Lb 
Hout  187.66 Btu/Lb 
Duty 456,354,488 Btu/Hr 
Air Enth Rise 9.52 Btu/Lb 
Air Temp Rise 39.68 F 
Outlet Air Temp 126 F 
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c. Please describe the physical area for the exhaust release 
point(s)” of the fin fan coolers.  

Response: For modeling purposes the entire top surface length x width area can be 
considered a discharge point. During low load or colder weather operations, the rows can 
be expected to be turned off to maintain condenser backpressure. 



 

Hazardous Materials Management (92 − 95) 

Background 
Pages 1-13, 5.5-17, and 5.5.18 of the AFC provide a narrative discussion of the 
hazardous materials proposed for use at the power plant during operations. 
Table 5.5-2 lists the location and use of these proposed hazardous materials. If the 
project is certified by the Commission, the project owner will be limited to using only 
those hazardous materials, strengths, and amounts listed on this table. Therefore, 
staff needs the specific identity, amount, strength, and Chemical Abstract Service 
(CAS) number of all hazardous materials proposed for use.  

Staff also needs to clarify the proposed hazardous materials transportation route and 
if any hazardous materials will be transported via rail. 

Data Request 
92. Please clarify if Table 5.5-2 represents all the hazardous materials to be used 

at the site. If there are others, please provide the specific identity, amount, 
strength, and CAS number of those hazardous materials. 

Response: Table 5.5-2 of the AFC provides the expected hazardous materials and their 
quantity and strength (as applicable) that are anticipated to be used at the site to 
support the operations and maintenance of the CECP. Table 5.5-3 of the AFC 
provides the same list of hazardous materials with their respective CAS number (for 
those materials which have been assigned a CAS number) as well as quantity and 
strength (as applicable). Since Tables 5.5-2 and 5.5-3 provide the same list of 
hazardous materials, but Table 5.5-3 provides the CAS number for each of the 
materials, for the purpose of Data Request, CEC staff should refer to Table 5.5-3. 

To the best knowledge of the Applicant, Tables 5.5-2 and 5.5-3 of the AFC provide a 
complete list of the hazardous materials that are anticipated to be used at the site to 
support operations and maintenance of the CECP. 

Data Request 
93. Please clarify if any alternative fuel will be used or stored on-site, or 

transported to the site during commissioning or operations other than the 
previously identified natural gas and 200 gallons of diesel fuel.  

Response: As described in Section 2.0 – Project Description of the AFC, the CECP will use 
only natural gas to fire the two combined-cycle electrical generation units during 
commissioning and operations. No other fuel source for the combined-cycle units is 
contemplated now or in the future. The 200 gallons of diesel fuel is for the 
emergency fire water pump. No other alternative fuels will be used or stored onsite. 
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Data Request 
94. With regard to the transportation of hazardous materials to the site, please 

provide an analysis of using the Avenida Encinas entrance off Cannon Road, 
rather than the Carlsbad Boulevard entrance. 

Response: As discussed in Data Response 103 below, NRG/Cabrillo Power LLC/Carlsbad 
Energy Center LLC (the Applicant) has an easement over the SDG&E property 
adjacent to the Encina Power Station and the CECP site. The Applicant and SDG&E 
have a recorded easement agreement that allows the Applicant access to and across 
the SDG&E property. In 2003, when the Applicant sold the SDG&E property to 
SDG&E, the parties entered into an easement agreement, recorded with the San 
Diego County Recorder’s Office (“the Agreement”). The Agreement granted to the 
Applicant “certain easements that are required to facilitate the operations” of the 
Applicant. SDG&E granted non-exclusive easements to the Applicant for water lines 
and fire safety tanks, drainage, and access. It was necessary to provide for access to 
the Applicant’s land, because SDG&E’s acquisition left parcels such as the proposed 
CECP site landlocked for all intents and purposes, with the BNSF railroad to the 
west, Agua Hedionda Lagoon to the north, Interstate 5 to the east, and the SDG&E 
property to the south. The access easement granted to the Applicant is “in, on, over, 
under, across and through the SDG&E Land for the benefit of the Plant Land 
[Applicant’s property, e.g. parcels containing the Encina Generating Station (“EGS”) 
and the proposed CECP site], for the purpose of vehicular and pedestrian access (i) 
to and from Plant Land from and to public streets . . .”Through the above easement, 
the Applicant has the right to across SDG&E property located east of the railroad 
tracks that is accessed from Avenida Encinas north of Cannon Road. As requested by 
this Data Request, the Applicant has evaluated the concept of transporting 
hazardous materials to the CECP site by using a route that has trucks transporting 
hazardous materials to the CECP site exiting I-5 at Cannon Road, turning right onto 
Avenida Encinas, and then entering and crossing SDG&E property that adjoins the 
CECP site on the south. This route suggested by CEC staff in this Data Request is 
different then the hazardous materials transportation route discussed in the AFC 
that has trucks transporting hazardous materials to the CECP site continuing on 
Cannon Road to Carlsbad Blvd, and on Carlsbad Blvd to the Encina Power Station’s 
main entrance on Carlsbad Blvd. 

As noted in Data Response 92 above, various hazardous materials will be used to 
support operations of the CECP. As shown on Table 5.5-2R, the majority of specific 
hazardous materials are delivered in small quantities due to their limited use and 
will be transported to the CECP site in consolidated truck loads. These small 
quantities of hazardous materials would be stored within existing support facilities 
at the Encina Power Station west of the railroad tracks as the CECP site does not 
include a warehouse or small quantity storage areas. In addition, such shipments 
may include hazardous materials that will be used to support the ongoing 
operations of the Encina Power Station as well as operations of the CECP. Since the 
transport of small quantities of hazardous materials in consolidated truck shipments 
will be stored on the existing Encina Power Station, west of the railroad tracks, the 
Applicant proposes that consolidated truck deliveries of small quantities hazardous 
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materials use Cannon Road to Carlsbad Blvd to the Encina Power Station main 
entrance. 

In addition to the various small quantities of hazardous materials used to support 
operations of the CECP, as shown on Table 5.5-2 of the AFC, there are several 
hazardous materials, such as aqueous ammonia, that will be transported to CECP in 
bulk tankers and transferred to storage tanks at the CECP site or transferred into 
equipment at the CECP site. For such bulk shipments of hazardous materials to the 
CECP site, the Applicant is willing to access the CECP site from Avenida Encinas 
and cross the SDG&E property located east of the railroad tracks if this is determined 
by the CEC to be the preferred transportation route for bulk shipments of aqueous 
ammonia and other bulk hazardous materials shipments that will be used solely and 
directly at the CECP site. However, it is important to note the shipment of 
consolidated small quantity hazardous materials and bulk shipments of hazardous 
materials to the exiting Encina Power Station via Cannon Road to Carlsbad Blvd and 
then to the CECP site do not represent a hazard to the public, rather the use of 
Cannon Road to Avenida Encinas for bulk shipments is a professional preference of 
CEC staff and is not a requirement in response to a potential hazard to the public.  

Data Request 
95. Please clarify whether any hazardous materials would be delivered by rail. 

Response: The Applicant does not expect that any hazardous materials will be delivered by 
rail to the CECP site during Project construction, operations or maintenance, unless a 
hazardous material is sealed in a piece of equipment or component by the 
manufacture or supplier. For example, a large transformer that contains mineral oil 
could potentially be delivered to the CECP site by rail during initial Project 
construction or during routine operations and maintenance of the CECP. 

 



 

Socioeconomics (96 − 97) 

Background 
The applicant provided a 20-year financial projection for the City of Carlsbad in 
Round I Data Response 55. It appears that the applicant used a methodology for 
calculating the value of the property tax based on a projected value of capital 
construction. However, as a state-assessed property under the California Board of 
Equalization (BOE), the BOE uses an income approach after the second year of 
existence to value a power plant. Additionally, the proposed CECP is located in the 
Southern Carlsbad Coastal Redevelopment Area (SCCRA). Data Response 55 was 
silent in regards to the economic effect on the SCCRA. 

Data Request 
96. Please recalculate the proposed economic impacts to the City using the 
Appropriate BOE methodology. 

Response: As previously provided in the Applicant’s Data Response to the City’s Data 
Request 56 and as shown on page 5.10-22 of the Socioeconomics section of the AFC, 
CECP is expected to generate between $3,564,610 and $4,583,070 in property taxes 
annually. This value is derived on the basis of the capital cost of the CECP ($350M to 
$450M) and the parcel’s property tax rate of 1.0185 percent. During the 20 year 
period, the property tax revenues generated will be between $71.3 million and $91.7 
million. These property tax revenues are in constant 2007 dollars and, therefore, do 
not take inflation or changes in the property or its value into account.  

The California Board of Equalization (BOE) uses the following methods to assess 
property values (Reisinger 2008 – see Record of Conversation as Attachment DR96-1) 

1) For the first several of years after the facility becomes operational, the BOE uses 
replacement costs and depreciation costs as indicators of the value of the property. 

2) After the facility has been operating for several years, the BOE will use the 
income-generating analysis indicator to calculate the value of the property. 

Or the BOE may use a percentage of 1) and 2) to come up with a value. As the facility 
gets older, the BOE will weigh 2) more heavily. 

Assuming the property tax rate assessed on CECP remains at the parcel’s property 
tax rate of 1.0185 percent and that the value of the facility is assessed on the basis of 
BOE income approach methodology after the second year, the property tax revenues 
that will accrue to San Diego County during the 20 year period is estimated to be 
between $76.5 million and $78.5 million. These property tax revenues assume the 
value of the plant is based on the income generated by the plant. Additionally, this 
estimate assumes a discount factor that is based on a capitalization rate of 7 percent. 
The capitalization and the discount rates actually used will depend on whatever 
value is being used the BOE in any given year. However, whatever the value of the 
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assumed capitalization rate, the estimate developed under this method takes 
inflation into account.  

The actual property taxes assessed on the CECP will ultimately depend on the 
information provided to the BOE by the County Assessor’s Office (Reisinger, 2008).  

Furthermore, since the CECP will operate under a capacity-based contract 
(sometimes referred to as a tolled plant), the income stream will be more stable and 
less subject to volatility unlike income streams from merchant plants. The only time 
that the income stream would show any volatility would be if there were significant 
operational issues affecting the available capacity of the units– something which, 
though difficult to anticipate is nonetheless not expected in this case. Finally, actual 
property tax revenues assessed will depend on what is considered to be income and 
how that income is calculated by the BOE.  

Data Request 
97. Please provide a 20-year economic analysis on the impacts to the SCCRA. 

Response: Since the breakdown of the property tax revenues varies by Assessor’s Parcel 
Number (APN), the portion of the property taxes that will go to the City will vary 
(De Jesus, 2008 – see Record of Conversation as Attachment DR97-1). Additionally, 
since the formula used by the City and County to allocate the property taxes to the 
various entities including the SCCRA is complex, compiling the proportion of the 
CECP property taxes that will go directly to the City is in progress. However, based 
upon the attached ROC, a 20-year economic analysis on the impacts to the SCCRA 
has not been provided, but the applicant will continue to work with the County to 
compile this information and provide it to the CEC. 



 

ATTACHMENT DR96-1 

Record of Conversation 

 

 



 

 COMPANY CONFIDENTIAL 

 T E L E P H O N E  C O N V E R S A T I O N  R E C O R D
 
 

 Dick Reisinger 
Leader 

Electric Generation Facility Group 

450 N Street  
Sacramento, CA 95814 

Call To: 

Phone No.: 916-324-2803 Date:  March 13, 2008 

Call From: Fatuma Yusuf Time:  11:20 AM 

Message 
Taken By: Fatuma Yusuf 

Subject: Property tax valuation 

I called and spoke with Dick Reisinger about the method used to assess property tax 
revenues on power generating facilities. I had previously talked to Dick about the methods 
used by the BOE to asses property values, i.e.,   

1). for the 1st couple of years after the facility becomes operational, the BOE uses 
replacement costs and depreciation costs as indicators of the value of the property. 

2). after the facility has been operating for a few years, the BOE will use the income-
generating analysis indicator to come up with the value of the property. 

Or the BOE may use a % of (1) and (2) to come up with a value. As the facility gets older, 
the BOE will weigh (2) more heavily. 

Dick confirmed that these are still the methods used by the BOE.  
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ATTACHMENT DR97-1 

Record of Conversation 

 

 



 

MPANY CONFIDENTIAL 

 T E L E P H O N E  C O N V E R S A T I O N  R E C O R D
 
 

 Nanette De Jesus 
San Diego County 

Assessor's Office 
 

Call To: 

Phone No.: 619-531-5788 Date:  March 14, 2008 

Call From: Fatuma Yusuf Time:  10:00 AM 

Message 
Taken By: Fatuma Yusuf 

Subject: Allocation of property tax revenues to SCCRA 

Nanette De Jesus called me in response to the message I left for Perla earlier this morning. 
Perla was the contact given to me by the Conrad at the City of Carlsbad Finance Dept 
yesterday.  

Nanette informed that that the APN 210-01-010-43 was a state (BOE) assessed parcel for 
property tax purposes. She also confirmed that the parcel is in the SCCRA. She indicated 
that she would need more time to help me with the issue of figuring out how much of the 
property tax revenues collected would go to the SCCRA. She indicated that she may have 
time to help out with this next week. 
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Traffic and Transportation (98 − 103) 

Background 
The AFC page 5.12-13 states only one train per day, at most, uses the tracks west 
of the CECP. However, staff has learned that Amtrak runs at least 12 roundtrips per 
day on these tracks. Additionally, staff learned that the Coaster runs on these tracks 
during weekday peak and midday periods, Friday evening, and Saturdays. 
Furthermore, the Coaster runs special evening service when the San Diego Padres 
baseball team play Monday – Thursday evening home games. Staff also found that 
Burlington Northern & Sante Fe (BNSF) sometimes runs freight trains at night on the 
track west of the CECP, mostly at night. 

Data Request 
98. Please explain how the conclusion “one train per day at most” was reached.  

Response: Table 2.2-5a has this information for expected deliveries. This will work out to be 
one train per day during the busy times.  

Data Request 
99. Please provide the number of daily trains that run on these tracks, including 

all BNSF freight trains, Amtrak trains, and Coaster trains.  

Response: Amtrak currently has up to 26 total trips, Coaster has up to 22 trips maximum 
and the BNSF freight is variable but could be managed with the introduction of the 
construction needs.  

Data Request 
100. Please explain how project-related train traffic will be coordinated to avoid 

conflicts with existing train traffic.  

Response: Train traffic will be routine during peak construction as shown on the 
construction schedule. One train per day is a reasonable main line outage for 
dispensing the cars to the rail spur. The rail spur is being upgraded to support this 
project and the car total per train trip will be limited to the cars that can safely be 
retrieved and discharged to the rail spur. 

Background 
The AFC page 5.12-15 states that heavy equipment would be delivered to the CECP 
site using an existing rail spur that serves the Encina Power Station. However, the 
AFC does not discuss how many train deliveries would be made or how train 
deliveries may affect traffic flow on the local transportation system.  
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Data Request 
101. a. Please provide the number and frequency of train deliveries (per 

day/week/month) that would be required during construction of the 
CECP, as well as approximate times of such deliveries. 

Response: Table 2.2-5a has this information for expected deliveries. This will be scheduled 
with the rail dispatcher to optimize the rail use during the construction period.  

 b. Please provide the same data as for 101a. above for train deliveries 
that would be required for CECP operation. 

Response: Train deliveries are not being planned for routine operation of the plant. 

Data Request 
102. Please discuss how the increase in frequency of train deliveries to the project 

site would affect traffic flow on the local roadway system (especially Cannon 
Road), including frequency and duration of traffic delays due to rail crossing. 

Response: Due to the length of the freight trains and the need for track space to retrieve and 
discharge rail cars from the spur, the Cannon Road crossing may be blocked for a 
period of time. This will be taken into consideration when assembling the train cars 
for delivery and coordinates with the train traffic manager.  

Background 
The AFC page 5.12-10 states that the access point for CECP construction truck 
deliveries would be from Avenida Encinas at Cannon Road to avoid crossing the rail 
lines. However, according to the city of Carlsbad this would require construction 
trucks to cross a San Diego Gas & Electric (SDG&E) easement at the end of 
Avenida Encinas in order to access the CECP site.  

Data Request 
103. Please demonstrate through a formal written letter (or an email that could be 

docketed) from SDG&E that CECP construction traffic would be allowed to 
use SDG&E’s easement for access into the CECP site. 

Response: It is not necessary for the applicant to obtain formal written consent from SDG&E 
to cross the parcel owned by SDG&E that lies between the proposed CECP site and 
the West Hotel property (“SDG&E property”), as the applicant and SDG&E have a 
recorded easement agreement that allows the applicant access over the SDG&E 
property. 

In 2003, when the applicant sold the SDG&E property to SDG&E, the parties entered 
into an easement agreement, recorded with the San Diego County Recorder’s Office 
(“the Agreement” Attachment DR103-1). The Agreement granted to the applicant 
“certain easements that are required to facilitate the operations” of the applicant. 
(Easement Agreement, Recitals C.) SDG&E granted non-exclusive easements to the 
applicant for water lines and fire safety tanks, drainage, and access. (Easement 
Agreement, 2.1, 2.2, 2.3.) It was necessary to provide for access to the applicant’s 
land, because SDG&E’s acquisition left parcels such as the proposed CECP site 
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landlocked for all intents and purposes, with the AT&SF railroad to the west, Agua 
Hedionda Lagoon to the north, Interstate 5 to the east, and the SDG&E property to 
the south. 

The access easement granted to the applicant is “in, on, over, under, across and 
through the SDG&E Land for the benefit of the Plant Land [applicant’s property, e.g. 
parcels containing the Encina Generating Station (“EGS”) and the proposed CECP 
site], for the purpose of vehicular and pedestrian access (i) to and from Plant Land 
from and to public streets . . .” (Easement Agreement, 2.3.) This access right must be 
exercised through and over “such roads, streets, alleys, bridges, tunnels, pathways, 
sidewalks, stairways, elevators, hallways and other vehicular and pedestrian access 
ways as are customarily used as of the date of this Agreement for such purposes . . .” 
(Easement Agreement, 2.3.) The Agreement did not create new access rights in, on, 
over, under, across or through the SDG&E property that are inconsistent with or 
expand the custom and practice observed “for efficient use of the Improvements” on 
applicant’s land, such as EGS, the switchyard, and tanks, while the SDG&E property 
was owned by the applicant from 1998 to 2003. (Easement Agreement, 2.3.)  

In general, the easements may be utilized in any lawful manner, for the purposes for 
which the easements were granted. (Easement Agreement, 3.1.) The Agreement 
evidences that the applicant has an existing right of access allowing vehicles to cross 
the SDG&E property on roads, pathways, or other vehicular access ways that existed 
in 2003. The applicant’s use of its right of access must be consistent with and may not 
expand the custom and practice that the applicant observed for the efficient use of its 
improvements while it owned the SDG&E property.  

The applicant’s proposed activity, crossing the SDG&E property with construction 
vehicles for the replacement of inefficient, existing generating units, is consistent 
with the custom and practice that the applicant has previously observed in 
providing for the efficient use of EGS. Moreover, the Agreement expressly provides 
for each party’s right to alter, modify, demolish, or replace existing improvements 
and construct new improvements on that party’s land. (Easement Agreement, 5.1.) 
The applicant’s proposed construction of new generating units and routing of 
construction vehicles over the SDG&E property is thus not inconsistent with the 
Agreement and the easement for access provided therein. Therefore, the applicant is 
not required to obtain permission from SDG&E to cross the SDG&E property, as 
applicant was granted this right of access when it sold the SDG&E property to 
SDG&E in 2003. Unless the applicant’s use of its easements unreasonably interfered 
with SDG&E’s use of the SDG&E property or the applicant wished to relocate its 
easements, the applicant need not obtain SDG&E’s consent for access across the 
SDG&E property. (Easement Agreement, 3.1, 5.2.) 
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Visual Resources (104 − 111) 

Background  
In order to assess the visual effects of the project, the city of Carlsbad has requested 
placement of story poles on site to facilitate a clearer understanding of the heights 
and configuration of the facility components, and to supplement the AFC visual 
simulations. 

Data Request 
104. Please erect story poles and/or balloons on the current property (between 

storage tanks 6 and 7) to indicate, to the extent feasible, the tops of the 
proposed exhaust stacks and corners of the HRSGs. The tops of the poles 
should be clearly marked with flags or inflatable balloons at their apex, in a 
bright color to be readily visible and photographable. Balloons should be of a 
bright color and/or marked with a flag to be readily visible.  

Response: The Applicant will make arrangements to erect story poles and/or balloons per 
this Data Request. To ensure the story poles and/or balloons accurately reflect the 
key components of the CECP noted in this Data Request, it is necessary for a survey 
team to mark the locations where the story poles and/or balloons will be set, and 
that the heights of the story poles and/or balloons accurately reflect the height of 
key components of the CECP. To ensure that the story poles and/or balloons do not 
represent a potential safety hazard, the Applicant will coordinate with the City and 
other agencies as applicable.  

Based on the above logistic and coordination requirements, it may take several 
weeks to make the necessary arrangements to erect the story poles and/or balloons. 
The Applicant will coordinate with CEC staff regarding the timing for this exercise 
so that CEC staff and others are informed about the schedule so that CEC staff and 
others can make arrangements to travel to the site to view the erected story poles 
and/or balloons. So as not to create a safety hazard or nuisance, the Applicant will 
erect the story poles and/or balloons for one day only. The story poles and/or 
balloons will be erected first thing in the morning on the scheduled day, and will be 
removed in the late afternoon of the same day. The Applicant will coordinate with 
the CEC staff and the City of Carlsbad staff to provide public notice of this one day 
event so that CEC staff, City staff and the public that are interested in viewing the 
story poles and/or balloons can do so.  

Background 
Although staff recognizes that future effects of the Caltrans I-5 Widening project 
cannot be known with certainty at this time, and that those effects would receive 
environmental review under that project, concern remains about the potential for the 
future (cumulative) effects of that project to affect existing screening at the CECP 
site.  
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Data Request 
105.  In order to better understand the likelihood and extent of these cumulative 

impacts on the existing site screening, please provide an accurate overlay of 
the relevant portions of Computer Aided Design (CAD) layouts for the 
Caltrans I-5 Widening Alternatives 1, 2 and 3, over the CAD layout of the 
CECP site plan, including rectified aerial photograph background. 

Response: To respond to this Data Request, the Applicant contacted Caltrans to obtain CAD 
drawing for the layouts for Caltrans’ conceptual options for the proposed I-5 
widening project adjacent to the CECP site. Alternatives 1, 2 and 3 referenced in this 
Data Request were hard copy drawings attached to a June 2006 memorandum 
prepared by City of Carlsbad for the public that was posted on the City’s website. 
This memorandum with hard copies of the drawings was provided by the Applicant 
as Attachment DR67a-1 as part of the Applicant’s response to the CEC Staff’s Data 
Request 67 that was docketed with the CEC in December 2007 as part of Data 
Response, Set 1A. 

 After conferring with Caltrans, it was determined that the drawing of Alternatives 1, 
2 and 3 attached to the City’s 2006 memorandum are outdated. Caltrans had 
previously provided the Applicant with updated CAD files for four alternative 
conceptual alignments. For the purpose of responding to this data request, the 
Applicant used the updated CAD files from Caltrans which includes four alternative 
conceptual alignments. 

As requested by this Data Request, Figures DR105-1, DR105-2, DR105-3 and DR105-4 
have been prepared by the Applicant to represent each of the four alternative 
conceptual alignments proposed by Caltrans. The Applicant can attest to the relative 
accuracy of the aerial photograph used as the base for these figures, and to the 
location of the CECP plot plan onto this aerial photograph. However, while the 
Applicant has used its best professional judgment in superimposing the available 
Caltrans’ CAD files that depict the conceptual options for the proposed I-5 widening 
alignment alternatives onto the aerial photograph, the Applicant cannot attest to the 
accuracy of the Caltrans’s CAD drawings or to the accuracy of the placement of the 
conceptual I-5 widening alignment alternatives onto the aerial photograph as there 
was no survey data accompanying the Caltrans’ CAD files. Therefore, 
Figures DR105-1, DR105-2, DR105-3 and DR105-4 should be considered conceptual 
representations only. 

In addition, since Caltrans has not completed its planning, environmental analysis 
and engineering for the I-5 widening project, and as the project is still in its 
conceptual planning phase, the alignments shown of the attached figures do not 
represent a final project design by Caltrans. 

As discussed in the Applicant’s response to CEC Staff’s Data Request 67 (docketed 
by the Applicant in December 2007, a CEQA/NEPA environmental review of the 
Caltrans I-5 widening project has yet to be implemented, but it is expected that it will 
include a detailed visual impact analysis of the I-5 widening alternatives. The City of 
Carlsbad, in a June 2006 memorandum from the Deputy City Transportation 
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Engineering (see Attachment DR67-3 in the Applicant’s December 2007 docketed 
Data Responses) summarized the key goals and objectives of the City regarding the 
I-5 widening project. In that memorandum, the City stated its major environmental 
goals and objectives as (Johnson, 2006):  

• “Respect existing visual resources and minimize negative impacts. 
• Minimize ROW expansion 
• Maximize the visual experience for freeway users. 
• Minimize grading.” 

Based on these City environmental goals and objectives for the I-5 widening project 
and in accordance with the requirements of CEQA, NEPA and the Federal Highways 
Administration, it is expected that the detailed visual analysis of the I-5 widening 
project by Caltrans will include a detailed, site-specific analysis of potential visual 
impacts of the potential loss of the vegetative perimeter berm along the eastern 
CECP property boundary as a result of Caltrans proposed I-5 widening project, as 
well as other areas along the I-5 corridor. In order to reduce the potential visual 
effects associated with any vegetation removal that would be required for the I-5 
widening project, the visual impact study conducted by Caltrans in the EIR/EIS for 
the I-5 widening project should also include specific visual resource mitigation 
measures such as preservation of significant existing visual screening, such as the 
preservation of the trees and vegetation on the perimeter vegetative berm along the 
eastern and northern boundary of the CECP site. As necessary the mitigation 
measures for the Caltrans I-5 widening project should included additional tree 
planting and revegetation, slope recontouring and/or terraced landscaping. The 
Applicant will coordinate with and cooperate with the City of Carlsbad during the I-
5 widening project environmental review process to provide input to Caltrans 
regarding feasible and effective aesthetic mitigation with respect to preserving the 
visual screening of the CECP site, and as necessary the planting of new landscaping 
on the perimeter vegetative berm on the eastern and northern boundary of the CECP 
site. The Applicant is also willing to participate in the development of the I-5 
widening options to determine the feasibility of the installation and maintenance of 
new landscaping for screening on the CECP site. 

Follow up conversations with Cal Trans and the most recent projections are shown 
in four scenarios, Figure DR105-1, DR105-2, DR105-3 and DR105-4.  

Background 
The city of Carlsbad has requested an (arborist's) assessment of health and 
probable longevity of existing trees bounding the CECP site, and the applicant 
responded by commissioning an appropriate study. The study's conclusion included 
a recommendation for the removal of several dead trees; their replacement, and the 
planting of additional trees in key areas on the north, west and south sides of the 
power plant property to augment existing vegetation and lower CECP's visual 
impacts. 
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Data Request 
106. Please develop an appropriate and complete tree replacement and addition 

plan that reflects the arborist's recommendations following his assessment of 
existing trees surrounding the project site. 

Response: To respond to Data Responses 106, 107 and 108, the Applicant has prepared a 
comprehensive landscape plan that is provided in Attachment DR107-1. The 
conceptual landscape plan was prepared in coordination with the Project’s arborist 
(Dudek). As shown, the conceptual landscape plan includes tree replacement and 
additions as recommended by the Project’s arborist. 

Background 
The AFC several times refers to a proposed landscape plan as the means by which 
several local LORS requirements and Energy Commission standards will be met by 
the applicant following CECP's construction. 

Data Request 
107. Please provide a comprehensive conceptual landscape plan and narrative 

that more fully depicts and explains the applicant's intentions in regard to 
landscaping for the CECP. Please provide: 

a. specific examples of tree and vegetation types proposed for different 
areas, their number, container sizes and growth rates 

b. irrigation system planned, type and source of irrigation water 

c. number of proposed staff for maintenance.  

Response: To respond to Data Responses 106, 107 and 108, the Applicant has prepared a 
comprehensive landscape plan that is provided in Attachment DR107-1. The 
conceptual landscape plan was prepared in coordination with the Project’s arborist 
(Dudek). In response to this data request, the conceptual landscape plan includes 
tree replacement and additions as recommended by the Project’s arborist.  

The landscape screening concept is designed to enhance the existing landscape berm 
and to supplement existing screening of the proposed project. The landscape concept 
also includes installing a variety of trees and large shrubs on a new berm located 
north of the rail corridor.  

The first of the three landscape concept plan sheets (L-1) highlights the existing 
landscape screening situated in proximity to the project. Sheet L-2 (DR107b) 
illustrates the overall landscape concept plan, including a schedule of recommended 
tree and vegetation types with container size, growth rates and number of plants to 
be installed. Notes regarding arborist recommendations and landscape irrigation 
and maintenance are also included. Sheet L-3 (DR107c) depicts detailed landscape 
screening plans and sections. As noted on sheet L-2, an irrigation system using 
reclaimed or other non-potable water source will be installed. In addition, a 
landscape contractor to provide periodic maintenance including removal and 
replacement of dead plant material and upkeep of irrigation system 
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Data Request 
108. Please clarify the extent to which the proposed spoil berms on the site’s 

western boundary can be planted for screening purposes. In your response, 
please address the following items: 

a. Whether planting the berm constrains the location of the proposed 
transmission line, and if so, in what ways. 

b. Whether there are portions of the berms that are not constrained by 
the transmission line. 

Response: As shown in the conceptual landscape plan included as Attachment DR107-1, 
while certain areas of the proposed spoils berm will be somewhat constrained by the 
proposed overhead electrical take-off lines connecting the CECP to the existing 
SDG&E substations west of the railroad tracks, these areas can still be planted with 
low to mid-level plant species to provide visual screening.  

 Also as shown on the conceptual landscape plan, there are areas of the proposed 
spoils berm with no to little constraints and the conceptual landscape plan takes 
these areas into consideration when selecting the tree and vegetation species to use 
to provide visual screening. 

Background 
Applicant’s Data Response 1A Figure DR68-1 describes a proposed 800-linear foot 
retaining wall, up to 12 feet in height, along the eastern side of the railroad right-of-
way. 

Data Request 
109.  a.  Please provide available information on the referenced wall, including 

the project for which the proposed wall is included. 

Response: The Citywide Trails Map (see Figure DR68-1 that was docketed with the CEC in 
December 2007 as part of Data Response, Set 1A) calls for the development of a 
Coastal Rail Trail (CRT) in this area. The Citywide Trail Map was prepared by the 
City. Figure DR68-1 shows the currently designated Coastal Rail Trail along the east 
side of the railroad right-of way, it is important to noted that this is a preliminary 
designated route only and that, in accordance with Precise Development Plan-002 
(PDP-002), prior to occupancy of the Desalination Plant, an easement for the Coastal 
Rail Trail be dedicated within the PDP boundary that is mutually acceptable to the 
City of Carlsbad and the land owner (i.e., Cabrillo Power I LLC) or its successor. 
Cabrillo Power I LLC will work with the City of Carlsbad to determine the best 
location for the CRT in the vicinity of the Encina Power Station; however, it may not 
necessarily be along the railroad right-of-way.  

The only information the Applicant has regarding the retaining wall is what is 
shown on the CTR map. If such a retaining wall were to be constructed at some point 
in the future, it would be a City project. The retaining wall is not a part of the CECP 
project and is not required for the CECP project. The Applicant assumes that if the 
retaining wall is built it would be in conjunction with the construction of the CTR, 
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for which there is no specific timeline or project that has been programmed for the 
portion of the trail that could potential be located along the section of the rail line 
right-of-way that passes by the CECP site. As note above, the location of the CTR in 
the vicinity of the CECP project may not necessarily be along the railroad right-of-
way. 

 b.  Please discuss the potential effect of wall construction on existing trees 
and other existing landscape screening east of the railroad tracks. 

Response: As part of the Applicant’s response to CEC staff’s Data Request 68 that was 
docketed in December 2007, the Applicant provided Figure DR68-3 that provides 
representative photographs along the rail line right-of-way as it passes by the CECP 
site. As shown on those photographs, depending on when and where the CTR is 
constructed, if the CTR follows a route along the railroad right-of-way by CECP, and 
if the retaining wall is determined by the City to be required, the retaining wall may 
eliminate some of the low-lying brush that is shown on the existing embankment 
along the eastside of the railroad right-of-way.  

As note above in the conceptual landscape plan for the CECP included in response 
to Data Requests 106, 107 and 108, landscaping for the CECP will be included near 
the top of the embankment formed by the railroad right-of-way and on the proposed 
spoils berm. In addition, should the CTR be constructed along the railroad right-of-
way by CECP at some point in the future, the Applicant would expect that the CTR 
project includes a landscape plan to replace any vegetation that is lost due to the 
CTR project. 

Background 
Applicant’s City Figure DR 60-2, Conceptual Operation Lighting Plan, depicts 
several air traffic signal lights, including several on the site’s western boundary, 
several within the Encina Power Station site, as well as within the proposed power 
plant area.  

Data Request 
110. Please describe these lights, including brightness, height and other detail 

(e.g. hoods, shields) and provide elevation drawings of proposed light poles. 

Response: The CECP will incorporate permanent exterior lighting such that obtrusive light 
and glare from on-site light fixtures is minimized from off-site public viewing areas 
so long as worker safety is not compromised. 

Enclosed are the following figures with typical details that can be expected to be 
used in detail design: 

• Figure DR110-1 Emergency Lighting Fixture 
• Figure DR110-1 HID (High Intensity Discharge) fixture for general area lighting 
• Figure DR110-1 Wall Mounted general area lighting 
• Figure DR110-1 Pendant Mount Low Bay Fixture 
• Figure DR110-2 30-foot, pole-mounted fixture 
• Figure DR110-2 Pole Mounted Luminaire Assembly At Roadway 
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These figures depict examples of typical exterior lighting that will be used in order to 
reduce glare and to reduce leaking lighting..  Detail design will include hooded 
lighting to focus the light on the areas requiring illumination, material selection to 
reduce reflected light, and consideration of the required level of illumination.  Where 
feasible, exterior light fixtures will be hooded, directed downward or toward the 
area to be illuminated so that back scatter to the night time sky is minimized. The 
detail design package will establish design criteria for each lighting type, i.e., 
emergency, general area and personnel specific, and assigned to a specific plant area 
i.e., turbine, buildings, outdoor areas, etc. IES standards set levels of illumination 
based on these assignments. Life Safety codes will drive the illumination means, 
emergency lighting and marking of egress. 

Table DR110-1 is a typical lighting requirement table that is used for final lighting 
layout. 

TABLE DR110-1 
Lighting Requirements for Outdoor Areas 

Area Foot Candles Fixtures 

Main Entrance 5 High Pressure Sodium (HPS) 
(Enclosed and Gasketed) 

Roadways 1 HPS (Enclosed and Gasketed) 

Parking Areas 2 HPS (Enclosed and Gasketed) 

Switchyard – General 0.2 HPS (Enclosed and Gasketed) 

Switchyard – Disconnects 2 HPS (Enclosed and Gasketed) 

Tanks 1 HPS (Enclosed and Gasketed) 

Cooling Tower 5 HPS (Enclosed and Gasketed) 

Fuel Gas and Ammonia Areas  
(GT Units) 

5 HPS (Enclosed and Gasketed) 

   

Air Traffic Signal lighting will be added to tall structures as appropriate. Stack and 
T&D towers will be evaluated and appropriate lighting added for exceeding local 
height regulations.  

Background 
It appears possible that some taller portions of the proposed CECP, including the 
exhaust stacks, transmission poles and possibly the spoil berm and HRSGs, would 
be visible from Carlsbad Boulevard and the adjoining sidewalk. In order to evaluate 
the potential visibility and prominence of the project from this viewpoint (i.e., a new 
Key Observation Point), the city has requested that an additional visual simulation 
be prepared from Carlsbad Boulevard in the vicinity of the EPS outfall, looking 
eastward toward the proposed power plant. 
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Data Request 
111 Please provide a visual simulation of the project at life size scale from the 

viewpoint described above. 

Response: As requested, the visual simulation provided in Figure DR111-1 depicts the 
“before” and “after” view from near the EPS outfall looking eastward towards the 
proposed CECP site. 

Figure DR111-1 depicts a “before” and “after” view of the proposed project as seen 
from the sidewalk on the west side of Carlsbad Boulevard near the Encina Power 
Station outfall. This perspective captures a view looking east and perpendicular to 
the roadway, toward the project. The existing view seen from this location 
encompasses roadway including median landscaping and wood slat fencing in the 
foreground with portions of existing Encina Power Station storage tanks and tree 
canopies seen in the background. The Figure DR111-1 visual simulation indicates 
that from this vantage point, intervening vegetation and existing structures will 
largely screen the CECP. The upper portion of a stack will appear above the existing 
tank seen near the center of the view. Portions of several transmission poles will also 
be seen near the left and center of the view. Although barely visible, minor parts of 
the top of the HRSGs may also be visible near the center of the view. A comparison 
of the Figure DR111-1 “before” and “after” views indicates that the project will not 
substantially alter the character of existing views experienced from this location. 
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FIGURE DR110-1
TYPICAL DETAILS - 
LIGHTING FIXTURES
CARLSBAD ENERGY CENTER PROJECT
CARLSBAD, CALIFORNIA

DETAIL. EMERGENCY LIGHTING FIXTURE, 
INCANDESCENT

(INDOORS OR OUTDOORS)
N.T.S.

MOUNTING ASSEMBLY
AS REQUIRED
(CEILING, WALL, STANCHIO
OR PENDANT MOUNTING)

ENCLOSED & GASKETED
FIXTURE WITH GLOBE &
GUARD OR EQUAL WATTAGE
AS REQUIRED (SEE NOTE)

NOTE: REFER TO FIXTURE SCHEDULE & LOCATION
            TABLE FOR FIXTURE TYPE & MTG HEIGHT

DETAIL. H.I.D. FIXTURE
N.T.S.

DETAIL. WALL MOUNTED AREA FIXTURE
N.T.S.

DETAIL. PENDANT MOUNT LOW BAY FIXTURE
N.T.S.

MOUNTING ASSEMBLY
AS REQUIRED
(CEILING, PENDANT, WALL
OR STANCHION)

FIXTURE WITH GLOBE & GUARD
SERIES OR APPROVED EQUAL
(SEE NOTE)

NOTE: REFER TO FIXTURE SCHEDULE & ELEVATION
            TABLE FOR FIXTURE TYPE & MTG HEIGHT

OPTIONAL 3/4” SURFACE
MOUNTED CONDUIT

OUTDOOR WALL MOUNTED
FIXTURE OR APPROVED
EQUAL (SEE NOTE)

NOTE: REFER TO FIXTURE SCHEDULE & LOCATION
TABLE FOR FIXTURE TYPE & MTG HEIGHT

NOTE: REFER TO FIXTURE SCHEDULE & ELEVATION
TABLE FOR FIXTURE TYPE & MTG HEIGHT

WEDGE OR EPOXY
TYPE ANCHORS

QTY & SIZE AS
REQUIRED

3/4” LOCKNUT

3/4” CONDUIT

FLUSH MOUNTED
OUTLET BOX

WALL
SECTION 1-1

N.T.S.

ENCLOSED LOW BAY 
H.I.D. FIXTURE SERIES
OR APPROVED EQUAL
(SEE NOTE)

BALLAST

3/4” RGS CONDUIT
(LENGTH AS REQ’D
USE 3/4” RIGID ALUM
CONDUIT IN CORROSIVE
LOCATIONS (SEE PLANS)

BEAM CLAMP UNISTRUT
P2785HG W/ U-BO1.T.
NUT & FLAT WASHER
(TYP 4) OR APPROVED EQUAL
ALTERNATE METHOD:
WELD STRUTS TO BEAM
(REQUIRES FIELD TOUCH-UP
OF PAINT & GALVANIZING)

CAST OUTLET BOX
CROUSE-HINDS OR
APPROVED EQUAL.
CAT. NO. GRFX229 IN
NON-CORROSIVE
LOCATION, GRF229
(ALUM) IN CORROSIVE
LOCATIONS

1

1
3/4” INSULATED BUSHED 
NIPPLE APPLETON 
NO. CN75I 
OR APPROVED EQUAL

FLEXIBLE FIXTURE 
HANGER W/GASKET 

OR APPROVED EQUAL

STUD NUT. 1/4” - 20
UNISTRUT P2378-1

OR APPROVED EQUAL
(TYP 2)

STEEL CHANNEL
UNISTRUT P1000HG

OR APPROVED EQUAL
(LENGTH AS REQ’D)

(TYP 2)

STRUCTURAL STEEL
MEMBER (SIZE PER
STRUCTURAL DWG)
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TYPICAL ELEVATIONS - 
LIGHT POLES AND FIXTURES
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FIGURE DR107a-1
SHEET L-1
EXISTING LANDSCAPE OVERVIEW
CARLSBAD ENERGY CENTER PROJECT
CARLSBAD, CALIFORNIA

MAP SOURCE:  USGS, 2005
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Landscape Concept Overview
An existing landscaped berm, ranging from approximately
10 to 20 ft. tall and planted with a mixture of groundcover,
shrubs and mature eucalyptus trees, surrounds the site on
the north, west, and east sides. This existing berm provides
considerable visual screening with respect to public views
of the CECP site. In addition, existing vegetation located
to the west partially screens public views of the site and the
project. This sheet (L-1) highlights the existing landscape
screening situated in proximity to the project.  

The following two sheets present a landscape screening
concept designed to enhance the existing landscape berm
and to supplement existing screening of the proposed
project. The landscape concept includes installing a
variety of trees and large shrubs on a new berm situated
north of the rail corridor.

Sheet L-2 illustrates the overall comprehensive landscape
concept plan, including a schedule of recommended tree
and vegetation types with container size, growth rates and
number to be installed. Notes regarding arborist
recommendations and landscape irrigation and
maintenance are also included.  Sheet L-3 depicts
detailed landscape screening plans and sections.
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Waste Management (112) 

Background 
In responding to Data Request #73, applicant provided staff with copies of the 
Phase II: Environmental Site Assessment of the Encina Power Station (EPS) by 
SDG&E.  

The AFC states that removal of two existing fuel tanks are a part of the Encina 
facility’s ongoing operations and maintenance activity and are not part of the 
proposed project. However, the area underneath these fuel tanks will be used for 
proposed project structures and activities. The city has stated its belief that tank 
demolition would be under the Commission’s jurisdiction. Since the area is already 
identified as a Historical Recognized Environmental Condition (HREC), the 
environmental investigation of the site after demolition, and completion of any 
necessary remedial action, should be done well in advance of any project 
construction to ensure that any possible contamination is identified and mitigated to 
a level of insignificance. The San Diego Regional Water Quality Control Board 
(SDRWQCB) is the Lead Agency for the Phase II Environmental Site Assessment 
and all necessary remedial activities and works with the Department of Toxic 
Substances Control (DTSC) as a Responsible Agency. Investigation and 
remediation of hazardous waste during the construction phase of a project should 
only be done as a contingency measure, when previously unknown contamination is 
encountered during the normal construction activities. 

Data Request 
112 Given the existing documented level of contamination near Tank 7 detailed in 

Phase II of the Environmental Site Assessment (Table 6-1), and the city’s 
position on permit tank demolition on the EPS property (meaning the permit 
must be stipulated within the Energy Commission assessment), please 
provide a schedule of the applicant’s plans for:  

a. tank demolition;  

b. environmental investigation after demolition;  

c. completion of soil remediation to levels of insignificance; and removal 
of all contamination though a plan that includes staff names and 
contacts at both SDRWQCB and DTSC. 

d. removal of all contamination though a plan that includes staff names 
and contacts at both SDRWQCB and DTSC. 

Response:  

The City of Carlsbad has indicated that the demolition of existing surplus aboveground fuel 
oil tanks should be included within the Energy Commission’s assessment. It has been the 
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intent of Cabrillo Power I LLC (“Cabrillo”), the owner of the Encina Power Station, to 
remove surplus aboveground fuel oil tanks irrespective of the proposed repowering project; 
and thus, permits through the City of Carlsbad and the California Coastal Commission were 
sought for the removal of such tanks. Cabrillo entered the San Diego County Department of 
Environmental Health’s (DEH) Voluntary Assistance Program (VAP), whereby DEH is 
designated as the local oversight agency for aboveground tank closure through agreements 
with the Department of Toxic Substances Control (DTSC) and the San Diego Regional Water 
Quality Control Board (SDRWQCB). DEH is therefore the responsible agency for approval 
of a post-demolition soil corrective action plan (CAP) and confirmation sampling plan, 
implementation of the CAP and confirmation sampling plan, and closure reporting. DEH 
would issue a closure letter demonstrating satisfactory implementation of the CAP and 
associated clean-up objectives. Tanks 1, 3, 5, 6 and 7 are surplus. Tanks 2 and 4 are active 
tanks used at Encina Power Station. 

In cooperation with the City’s request, CECP agrees to incorporate the removal of Tank 5, 6 
and 7 into the Energy Commission’s assessment. These tanks and their respective basins are 
within the footprint of the proposed plant. CECP will continue participation in DEH’s VAP 
and will seek DEH approval of the post-demolition CAP and post-remediation closure 
report. These reports and the respective approvals will be forwarded to the CEC. The 
projected schedule for the removal of Tanks 5 – 7 and the associated investigation and 
remediation milestones are outlined below: 

a) Tank Demolition – Start approximately 30 days after the receipt of the CEC Permit 
for the CECP. During the initial 30 days following the permit issuance, written 
approval for tank demolition, soil corrective action plan, and post-remediation 
confirmation sampling will be received. Tank demolition mobilization will also be 
conducted. Removal of Tanks 5, 6 and 7 should be completed in 90 days, or 
approximately 120 days after receipt of CEC Permit. For project timeliness, 
demolition of the three tanks will occur concurrently. 

b) Environmental Investigation After Demolition – Environmental investigations after 
demolition are anticipated to be completed 30 days after the last tank removal, or 150 
days after receipt of the CEC Permit. These activities will start immediately 
following the removal of each respective tank.  

Oil was typically applied to sandy underlying base as corrosion inhibitor. 
Underlying soil beneath Tank 5, 6 and 7 suspected of containing oil, as well as 
residual contamination in Tank 7 basin that was identified in the Phase II 
Environmental Site Assessment will be removed. Soil remediation, post-remediation 
confirmation sampling, and reporting will be conducted in accordance with DEH 
and CEC approved plans as described above. These activities should take 
approximately 30 days per tank and will be conducted concurrently as each tank is 
removed.  

A VAP application (Attachment DR112-1) and associated fees were filed 
November 27, 2007. A follow-up meeting with DEH attended by CECP and CECP’s 
consultant was conducted on February 11, 2008. During that meeting, DEH indicated 
that the proper course of action for achieving closure of each tank is (1) CECP submit 
a CAP indicating the method of soil remediation following tank demolition, 
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proposed soil clean-up levels, and confirmation sampling methods; (2) implement 
the CAP and confirmation sampling; and (3) submit closure report. 

c) Completion of Soil Remediation to Levels of Insignificance – 30 days after the last 
tank removal, or 150 days after receipt of the CEC Permit. 

d) Removal of all contamination (with Tanks 5, 6 and 7 basins) though a plan that 
includes staff names and contacts at both SDRWQCB and DTSC – As indicated 
above, CECP has entered into DEH’s VAP. DEH is the designated local oversight 
agency for the closure of aboveground storage tanks. The DEH lead for the tank 
closures is Mr. Nasser Sionit.  

• Mr. Nasser Sionit 
San Diego County Department of Environmental Health 
Site Assessment and Mitigation Program 
1255 Imperial Avenue, 3rd Floor 
San Diego, CA 92101 
(619) 338-2239 
 

Mr. Sionit has indicated that they will require a CAP that addresses soil remediation 
and confirmation sampling methodology. DEH and specifically Mr. Sionit has been 
the lead agency for prior environmental investigations and remedial actions within 
tank basins at Encina Power Station. Mr. Sionit has granted closure for prior tank 
basin remedial actions, aside from suspected oil underlying the respective 
aboveground fuel oil tanks. 

Tanks 1 and 2 basins have been identified as laydown area for the CECP. The footprints of 
the respective tanks are not needed for laydown area. Rather the perimeter of the respective 
tanks may be utilized for laydown. These basins were remediated to the approval of the 
DEH, who has delegated authority as the local oversight agency for tank closures, 
environmental investigations, and remedial action. Closure documentation was received 
from DEH in 2003. Therefore no further activities are proposed for Tank Basins 1 and 2. 
These basins are ready for use for laydown purposes for the CECP.



 

ATTACHMENT DR112-1 

VAP Application 

 







 
Brief Project Description: 
 
The Encina Power Station is a steam electric power generating station that began 
operation in 1954.  The station consists of 5 steam turbine generators and 1 gas turbine 
unit, various ancillary power generation and distribution equipment, and seven above 
ground fuel oil storage tanks.  The project objective is the demolition of existing surplus 
fuel oil Tanks 1, 3, 5, 6, and 7 associated conveyance piping and other appurtenances, 
and the remediation and restoration of subsurface soils in the subject tank areas in the 
Encina Power Station Tank Farm.  (At this time, only tanks 5, 6, and 7 will be removed.) 
Tanks 1-7 were constructed from the 1950’s to the 1970’s to store No. 6 fuel oil used for 
electric power generation. Until 1984, the power plant was primarily fueled by Bunker C 
or No. 6 fuel oil. Since 1984, the power plant has been the primarily fueled by natural 
gas. Diesel oil is also present on-site and used for displacing the residual oil in pipelines 
(to prevent the residual oil from hardening in pipelines and valves as it cools) and as 
secondary fuel for the gas turbine facility.  The tanks are located within impoundment 
basins and separated by concrete-coated or riprap earthen berms.   

Soil and/or groundwater remediation may be required for potential contamination 
underneath, or adjacent to, the demolished fuel oil storage tanks. It is reported that No. 2 
oil was placed underneath the storage tanks during the original construction as a 
corrosion prevention technique and therefore such oil is expected to require removal and 
appropriate handling. Remediation of portions of the containment areas including the 
berms around the tanks may also be required. Characterization of soil will occur when 
tank demolition is complete and necessary remediation will be performed pursuant to the 
requirements of the San Diego County Department of Environmental Health. 

Type of Assistance Requested: 

The remediation of subsurface soil investigation and remediation and restoration will be 
accomplished under the County of San Diego Site Assessment Manual guidance 
document.  Because the project will require remediation Cabrillo Power I LLC will 
request “closure” from the County for the areas where restoration is accomplished.  
Cabrillo Power I LLC will submit all applicable existing environmental documents for 
review, Remedial Site Assessment Work Plan, Site Assessment Reports, Remedial 
Action Work Plans, Soil Remediation Report, and Health and Safety Plans to the DEH 
for review and concurrence.   



The Encina Power Station, formerly called Cabrillo Power, has the following “H” 
number site assessment and remediation history:  (The site was formerly called Encina 
Power Station owned & operated by SDG&E until 1998.  Cabrillo Power I is the entity 
that acquired the site). 

H13941-001 CABRILLO POWER DEH/SAM V S 09 10/28/1996 1/1/1950 

H13941-002 CABRILLO POWER DEH/SAM V S 09 10/28/1996 10/18/1999 

H13941-003 CABRILLO POWER DEH/SAM V S 09 3/18/2005 10/18/1999 

Included in this application are the following assessment and remediation documents 
related to the tank farm area: 

Dudek and Associates, Results of Verification Sampling, Bunker “C” Fuel Oil Spill, 
September 1995 

Dudek and Associates, Addendum Site Assessment Cleanup and Results of Verification 
Sampling, November 1995 

Haley and Aldrich, Letter Report for Remediation Area 1, January 2004 

Haley and Aldrich, Report on Soil Remediation, Encina Power Plant, April 2004 

RBF Consulting, Geology, Soils, Seismicity, and Environmental Assessment EIR Encina 
A Seawater Desalination Project, March 2006 
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